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DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA
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The State of Callfornla or Its offlcers or agents shall not be responsible for
the accuracy or complefeness of elecironic coples of his plan shesf.
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NOTES:

1. This plan sheet is a record drawing from Skyway
Structures contract. The Contractor shall verify
the existing installation. See sheet EE-81 of
Skyway Structures Contract No. 04-012024.

2. The installed components shall not be limited to
the ones listed below, but shall be a complete
installation. For de+a||s see Bridge Structures
Girder Eastbound, +yp|cal Details sheets.

- Furnish and ingtdll 15 kV cables into existin
cable tray shown on this drawing. Refer to riser
diagram on E-837.

- Furnish and install TOS fiber op+|c cables into
existing cable tray shown on this drawing. Refer
to riser diagram on E-98

- Inspect for system ground continuity. See
sheets E-839 and E-840.

3. All cable trays shown on this drawing are existing,

unless otherwise noted. Bold ones are to
be used for pulling cable. See sheet note <:>

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.

See sheet E;éé&
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For Hinge AE area details, see sheet E-819.

Furnish and install splice cable tray as shown
on sheet E-836, plan detail 1.

Furnish and install splice cable tray as shown
on sheet E-836, plan detail 2.

Contractor fo evaluate possibility of eliminating
this TOS splice at this location to meet overall
design intent. Refer to TOS drawings for further
details.

Contractor to complete the installation of 15 kV,
Non-Caltrans Utilities, TOS, and 600 V cable
trays to facilitate |ns+qu+|ons of cables.

Contractor shall splice 15 kV cable to make
tie-in to 15 kV cable in SAS Superstructure.
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